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Directions for installing Taylor or Goldline Thermometer sensors in the heat storage tank
Tarm USA heat storage tanks now come with three pre-drilled sensor ports to install temperature sensors.  The three sensor ports are located on the side of the tank near the bottom, middle and top.  To install the sensors loosen the two sheet metal screws holding on the steel cover plate.  Remove the steel cover plate and two inches of foam insulation.  Once the EPDM rubber liner is visible, install the sensor probe between the EPDM rubber and the insulation (the sensor probe should reside 3-4 inches within the cavity between the EPDM and foam insulation). Reinstall the 2 inches of insulation, re-attach the steel cover plate and tighten the screws. Repeat the above procedure for all three probes.  The digital thermometer display can now be placed on top of the storage tank or if you are using the Goldline TD-6 it can be mounted in a remote location that is convenient for you.

Please call Tarm USA with any questions regarding installation:
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