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MOUNTING THE EXCELHSRP (L8151 AQUASTAT) 

ON THE HEAT STORAGE TANK


Find the location of the 3½” square electrical box cover plate on the outside of the heat storage tank approximately 15” off the floor.  Remove the cover plate and the insulation behind the plate.  Carefully insert the sensor bulb of the aquastat between the inner surface of the insulation and the EPDM liner.  If there are any sharp projections they must be covered so they will not damage the liner.  The L8151 aquastat is then mounted up high on the side of the tank with sheet metal screws.  Run a 3-conductor thermostat wire from the B1, ZR, and L1 terminals of the aquastat to the external 24 volt terminal strip as shown in your Excel boiler’s field wiring diagram.
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