INSTRUCTIONS FOR SMOKE TEMPERATURE SENSOR

1.
Mount the junction box to the left of the control panel.  Make sure you have enough cable to make the connections to the S1 and S2 terminals inside the control panel.


2. Drill a ¼” hole in the top of the smoke pipe within 6” of the boiler flue collar.

3. Insert the sensing bulb fully into the smoke pipe.  Be careful not to kink the capillary tube!  Fasten the capillary tube so that the sensing bulb is held securely in position.

